
2014 Wet Test Location Sheet

Permit Location Incoming Sizes Outgoing Size Flowline Elev. Pump On Elev. F/L to On Pump Off Elev. F/L to Off Alarm Elev.

Outside Drop 

Size Comments

001 N 41st St and W Congress Ave (s/s) 8,8 8 56.6 59.5 2.9 58.5 1.9 60.0 0

014 N 41st St and W Congress Ave (n/s) 8, 10 10 56.4 59.0 2.6 58.0 1.6 59.5 0

016 N 95th St and W Metcalfe Ave 8, 8, 8 15 148.1 152.0 3.9 151.0 2.9 152.5 0

023 N 20th St and W Hampton Ave (nw/s) 8 8 41.9 45.0 3.2 43.9 2.1 45.3 0

024 N 20th St and W Hampton Ave (se/s) 8 12 42.2 45.2 3.1 43.6 1.4 45.5 0

025 N 60th St (w/s) and W Custer Ave 8, 15 12 70.5 78.9 8.4 77.4 6.9 79.1 15

026 N 60th St (e/s) and W Custer Ave 10 8 74.7 77.0 2.3 76.0 1.3 77.3 0

032 S 46th St and W Cleveland Ave 15 15 63.0 66.7 3.7 64.3 1.3 67.1 0

034 N Milwaukee River Pkwy and W Lawn Ave 8, 15 15 28.7 32.4 3.7 31.5 2.8 33.0 0

035 N Milwaukee River Pkwy and W Lawn Ave (340' ne/o) 8, 12 12, 12 26.6 34.2 7.6 30.4 3.8 34.5 12 Requires 2 - 12" plugs for outside drop

039 S 92nd St and W Howard Ave 8, 8 12 178.0 180.4 2.5 179.2 1.2 180.7 0

040 S Burrell St and W Van Norman Ave 8, 10 15 93.5 100.0 6.5 97.4 3.9 100.3 8

046 N 107th St and W Lawn Ave 8 8 111.1 115.8 4.7 113.1 2.0 116.1 8

047 N 107th St and W Silver Spring Dr (100' s/o) 8 8 114.3 117.0 2.7 115.4 1.1 0.0 0

050 S Pine Ave and E Cudahy Ave 8, 8 12 85.0 88.5 3.5 86.8 1.8 88.7 8

055 N 23rd St and W Villard Ave 10, 15 15 33.3 38.3 5.1 35.6 2.3 38.6 0

056 N 24th St and W Villard Ave 8, 12 15 33.9 39.3 5.4 36.4 2.4 39.5 0

060 N 88th St and W Concordia Ave 8, 8 12 152.5 156.8 4.3 154.5 2.0 157.1 0

061 N 80th St and W Townsend Ave 8, 10 12 173.2 177.0 3.8 175.7 2.5 177.2 0

062 N 75th St and W Hadley St 8, 15 12 146.0 148.6 2.7 147.6 1.7 148.9 0

063 N 27th St and W Villard Ave 21 21 35.2 39.7 4.6 38.9 3.7 40.0 0

066 N 27th St and W Villard Ave (300' n/o) 8, 8 8 36.8 39.8 3.0 38.6 1.8 40.1 0

069 N 61st St and W Sheridan Ave 8 12 80.1 84.5 4.4 83.1 3.0 84.8 0

200 N 35th St and W Oriole Dr (40' n/o) 10 12 83.5 85.4 1.9 84.4 0.9 86.4 0

201 N 88th St and W Center St 12 12 121.4 126.0 4.6 124.0 2.6 126.5 0

203 N 89th St and W Center St (n/s) 12 12 118.2 122.0 3.8 120.3 2.1 122.5 0

207 N Green Bay Rd and W Fairmount Ave 8, 8 8 31.6 35.0 3.4 34.0 2.4 35.5 0

208 N 19th Pl and W Fairmount Ave 8, 8, 10 10 32.5 35.6 3.2 34.6 2.2 35.9 0

210 N 89th St and W Center St (s/s) 8 8 119.1 122.0 2.9 120.3 1.2 122.5 0

214 N 72nd St and W Hope Ave 8, 8, 10 12 108.3 112.0 3.7 110.3 2.0 112.5 0

215 N 72nd St and W Capitol Dr 8,8 8 115.5 120.8 5.3 116.8 1.3 121.1 8

216 W Potomac Ave and W Chapman Pl 8, 8 8 136.9 140.1 3.2 138.9 2.0 140.5 0

219 N 27th St and W Hope Ave (404' s/o) 8, 15 15 62.3 64.8 2.5 63.8 1.5 65.0 0

220 N 49th St and W Luscher Ave 8, 12 15 58.6 62.5 3.8 61.0 2.3 62.7 0

226 W Crossfield Ave and W Monrovia Ave 6, 8 10 149.8 153.1 3.3 151.8 2.1 153.3 0

238 N 49th St and W Rohr Ave 8, 8, 12 12 64.7 73.1 8.4 71.6 6.9 73.4 8, 8, 12

239 W Potomac Ave and W Glendale Ave (350' nw/o) 8, 8, 8 15 138.0 143.4 5.4 141.3 3.3 143.6 0 High flow

240 S 94th St and W Howard Ave 12, 15 15 168.5 177.0 8.5 173.0 4.5 177.3 0

241 W KK River Pkwy and W Cleveland Ave 8, 12 18 106.1 109.0 2.9 112.0 5.9 112.3 0

242 N 36th St and W Toronto St 12 12 52.9 58.0 5.1 56.0 3.1 58.3 0

901 N 35th St and W Hopkins Ave 18 18 46.1 55.0 8.9 54.0 7.9 56.0 0

Requires jet cleaning prior to test. 

Difficult to plug
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