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UTILITIES G-GAS VALVE
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CALL DIGGERS HOTLINE 
 1-800-242-8511
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H (8.0)

VB-DD (W/18"EXT.)

V6

AT 6x6

H REM./MINOR

VB-DD (W/18"EXT.)

V6

T 6x6T 6x6

VB-DD (W/18"EXT.)

V6

VB-DD (W/18"EXT.)

V6

H (7.5)

VB-DD (W/18"EXT.)

V6

AT 6x6

H REM./MINOR

C C

C

ESTIMATE OF QUANTITIES

FOR BIDDING

C

CONNECT

 6" W.M.

C

C

C

T 6x6

WATER MAIN PER SPEC. 5.14.5)

AFTER FINAL WET AND BULKHEAD

(CONTRACTOR TO REMOVE CAP 

C6 W/2"A.V. (TEMP)

C

C

ARE RECONNECTED

CONNECT AFTER SERVICES 

C6 W/2"A.V. (TEMP.)

B6x45 (HORIZONTAL)

B6x45 (HORIZONTAL)

 (SURFACE = 191.3 )

SL6 (184.2 )

ARE RECONNECTED

CONNECT AFTER SERVICES 

C6 W/2"A.V. (TEMP.)

B6x45 (ROT.) (185.6)

B6x45 (ROT.) (186.3)

 (SURFACE = 193.2 )

SL6 (186.3 )

ARE RECONNECTED

CONNECT AFTER SERVICES 

C6 W/2"A.V. (TEMP.)

B6x45 (ROT.) (187.2)

B6x45 (ROT.) (187.9)

 (SURFACE = 194.3 )

SL6 (187.9 )

W. ALLERTON

15 - 1" CORPORATION STOP

 

4 - SL6

1 - H (7.5)

1 - H (8.0)

6 - VALVE BOX 18" EXT.

6 - VB-DD

6 - V6

1 - OFS 6x12

6 - B6-45

3 - T 6x6

2 - AT 6x6

 

BY THE CITY. 

THIS CONSTRUCTION PLAN THAT WILL BE PROVIDED

FOLLOWING IS A LIST OF THE FITTINGS SHOWN ON 

 

1 00 IS THE N.W. CORNER OF S. 67TH ST. AND W. ALLERTON AVE.  

----------

STATIONING

  ELEV. - 199.84

        (S.S. OF W. ALLERTON AVE. BY HOUSE #6429)

SPIKE - SET IN W.P. #71-1291

  ELEV. 195.96

HYD. - N.W. CORNER OF S. 64TH ST. & W. ALLERTON AVE.

 

  ELEV. 193.73

       (ACROSS FROM HOUSE #6217)

HYD. - N.S. OF W. ALLERTON AVE. @ STA. 14 75

 

----------

BENCHMARKS

     CITY OF GREENFIELD    

         WATER MAIN        

IN

FROM

TO

      W. ALLERTON AVE. 

               S. 62ND ST.              

               S. 67TH ST.              

SCALE

HORIZONTAL

VERTICAL

1"=

1"=

30’

10’
        

1/4 SEC. NO.

PLAN DATE

DRAWN BY

CHECKED BY

SURVEY BY

                  

 8-27-15  

   J.F.S.   

   S.B.J.   

CONST. SECTION 

PROGRAM NO. 2015-641

WT410140641

SHEET NO.       OF PLAN FILE NO. 1 2  2016008       

C.C. FILE NO.

DATE ADOPTED

CONTRACT NO. 150232           

APPROVED DATE

          MAINS DESIGN ENGINEER

          CHIEF DESIGN ENGINEER

            SPECIAL DEPUTY COMMISSIONER OF PUBLIC WORKS

                          1-8-16

                          1-8-16

                          1-8-16

DATEREVISIONBYNO.

                                                            

                                                             

                                                             

 

PROJECT NO. OFFICIAL NOTICE NO. 15-1-2016 6-23-15   

  603  

C

VB-DD (W/18"EXT.)

V6

 

4 - 6" VALVE

2 - HYDRANT

800 FT. - 6"-1955 C.I. WATER MAIN

  6 FT. - 6"-1967-D.I. WATER MAIN

  7 FT. - 6"-2007-D.I. WATER MAIN

 

------------------------------------------------

ABANDONMENT OF WATER MAINS, VALVES, AND HYDRANTS

 

 

IS 4" ASPHALTIC CONCRETE (1955)

PAVEMENT IN W. ALLERTON AVE. (INCLUDING INTERSECTIONS) 

 

-------------

PAVEMENT TYPE

 

 
SAFE WATER SAMPLE

CONNECT AFTER

C6 W/2"A.V. (TEMP.)

  (L.L. = 2.2)

OFS 6x12 (V) 

SL6

C

C
8.6

6"-1955-L 6"-1955-L 6"-1955-L 6"-1955-L

6
"
-
1
9
5
5
-

L

6
"
-
1
9
5
5
-

L

6
"
-
1
9
5
5
-

L

6"-1955-L

6"-1955-L

6"-1955-L
6"-1955-L

6"-1955-L
6"-1955-L

6"-1955-L

POLICE DEPARTMENT, NON-EMERGENCY, (414) 761-5300.

CRAIG SKALA, SENIOR GIS TECHNICIAN, (414) 329-5321.

JEFF KATZ, P.E., GREENFIELD CITY ENGINEER, (414) 939-8322.

761-5374.

DANIEL EWERT, SUPERINTENDENT OF PUBLIC WORKS, (414) 

---------------------------

CITY OF GREENFIELD CONTACTS

MAIN INSTALLATION SPECIFICATIONS" SECTION 5.16.20.

(SEED, MULCH, FERTILIZER) PER THE CITY OF MILWAUKEE "WATER 

4) LAWN REPLACEMENT SHALL BE "TYPE A" (SOD) OR "TYPE B" 

 

BE INCLUDED IN THE UNIT PRICE BID FOR PERMANENT PAVEMENT.

STANDARDS. ALL COSTS SHALL

NUMBER 5 (JOINT FILLING), OF THE STREET RESTORATION 

SECTION 2 (CONSTRUCTION DETAILS), LETTER H(RESTORATION), 

3) THE CONTRACTOR SHALL FILL ALL PAVEMENT JOINTS PER 

 

GREENFIELD AT (414) 939-8322.

CONSTRUCTION TO COORDINATE INSPECTION NEEDS FOR THE CITY OF 

P.E., GREENFIELD CITY ENGINEER, AT THE START OF 

GREENFIELD INSPECTOR.  CONTRACTOR SHALL NOTIFY JEFF KATZ, 

BACKFILL COMPACTION PROCESS WILL BE REQUIRED BY A CITY OF 

WITH THE UNDERSTANDING THAT PERIODIC OBSERVATION OF THE 

AVENUE PROJECT LIMITS.  GRANULAR BACKFILL SHALL BE ACCEPTED 

EXCAVATIONS WITHIN THE RIGHT-OF-WAY OF THE WEST ALLERTON 

2) SLURRY BACKFILL REQUIREMENT SHALL BE WAIVED FOR ALL 

 

INCLUDED IN THE CONTRACT DOCUMENTS).

DATED JANUARY, 2002 SHALL BE FOLLOWED. (A COPY OF WHICH IS 

1) THE CITY OF GREENFIELD STREET RESTORATION STANDARDS, 

  

-----------

RESTORATION

AND CONDITION.

3) PAVEMENT MARKINGS MUST BE RETURNED TO ORIGINAL MATERIAL 

OF WISCONSIN "MANUAL ON UNIFORM  TRAFFIC CONTROL DEVICES".

2) THE CONTRACTOR SHALL COMPLY WITH  PART VI OF THE STATE 

PROPERTIES AT ALL TIMES.

1) THE CONTRACTOR SHALL MAINTAIN DRIVEWAY ACCESS TO ALL 

---------------

TRAFFIC CONTROL

  

THE PRE-CONSTRUCTION MEETING.

PROVIDE THE SCHEDULE TO MR. JEFF KATZ, CITY ENGINEER, AT 

CONTRACTOR FOLLOWING CONTRACT AWARD.  THE CONTRACTOR SHALL 

WILL SCHEDULE A PRE-CONSTRUCTION MEETING WITH THE 

CITY OF GREENFIELD.  THE MWW CONSTRUCTION SERVICES SECTION 

1) THE CONTRACTOR SHALL PROVIDE A SCHEDULE OF WORK TO THE 

  

--------

SCHEDULE

REQUIREMENT).

CONTRACT BOND TO THE CITY OF MILWAUKEE WOULD MEET THIS 

WORK TO BE COMPLETED, WILL ALSO BE REQUIRED (A COPY OF THE 

3) A PERFORMANCE BOND, IN A SUM EQUAL TO THE AMOUNT OF THE 

PRICE BID FOR FURNISH AND INSTALL WATER MAIN.

COSTS SHALL BE INCLUDED IN THE UNIT 

FEES ARE TO BE DETERMINED BY THE CITY OF GREENFIELD. ALL 

EXCAVATION PERMIT AND PAY THE REQUIRED FEE. TOTAL PERMIT 

2) THE CONTRACTOR MUST APPLY TO THE DEPARTMENT FOR AN 

SKALA AT 414-329-5321.

DEPARTMENT OF THE CITY OF GREENFIELD. CONTACT MR. CRAIG 

1) PERMITS SHALL BE OBTAINED FROM THE ENGINEERING

-------

PERMITS

------------------------

CITY OF GREENFIELD NOTES

              (4.6’ AVERAGE REPLACEMENT WIDTH)

430 SQ. YDS. - 4" ASPHALTIC CONCRETE 

 

------------------

PERMANENT PAVEMENT

 

15 - CONNECT ORIGINAL SERVICE (C.O.S. - SHORT)

 

--------

SERVICES

 

2 - HYDRANT / MINOR

 

------

REMOVE

 

2 - HYDRANT

 

-------

INSTALL

 

 16 FT. - 6" HYDRANT BRANCH

810 FT. - 6" WATER MAIN

 

(DUCTILE IRON PUSH-ON RUBBER GASKET JOINT)

 

------------------------

FURNISH PIPE AND INSTALL

PLAN FILE NO. 2016001.

FOR START OF PLAN NOTES SEE W. BELOIT RD., SHEET 1 OF 1, 

 

 

 

LUMP SUM

 

----------------------------------------------

FURNISH, INSTALL, AND MAINTAIN EROSION CONTROL

 

 

LUMP SUM

 

--------------------

FINISHING OF ROADWAY

 

1125 LIN. FT. - IN ASPHALT

 

----------

SAWCUTTING

 

 

LUMP SUM

 

------------------------------

BARRICADES AND TRAFFIC CONTROL


	2016008

