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FOR BIDDING

CALL DIGGERS HOTLINE 
 1-800-242-8511

TOLL FREE TO OBTAIN LOCATION OF UNDERGROUND

BEFORE YOU DIG.  WISCONSIN STATUTE 182.0715 REQUIRES

MIN. OF 3 WORK DAYS NOTICE BEFORE YOU EXCAVATE

                           

         WATER MAIN        
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      W. CAPITOL DR.      

               N. 84TH ST.              

             W. GRANTOSA DR.            
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136 CU. YDS. EXCESS EXCAVATED MATERIAL

 

 

LUMP SUM

 

----------------------------------------------

FURNISH, INSTALL, AND MAINTAIN EROSION CONTROL

 

 

LUMP SUM

 

--------------------

FINISHING OF ROADWAY

 

 

125 LIN. FT. - IN ASPHALT ON CONCRETE BASE (FULL DEPTH) 

70 LIN. FT. - IN ASPHALT

64 LIN. FT. - IN CONCRETE (FULL DEPTH)

 

----------

SAWCUTTING

 

 

LUMP SUM

 

------------------------------

BARRICADES AND TRAFFIC CONTROL

 REMOVED FOR CLARITY

 & STREET LIGHTING CONDUIT

PROPOSED TRAFFIC CONDUIT

FOR ALL WATER MAIN & HYDRANT ALTERATIONS

----

NOTE

 
 
 
 
 

4
0
0
0

 
 
 
 
 

4
0
2
0

 

 

 

150 SQ. FT. - TEMP. BITUMINOUS PREMIX

 

----

WALK

 

 

12 LIN. FT. - TEMP. BITUMINOUS PREMIX

 

---------------

CURB AND GUTTER

 

 

20 BARS

 

------------------------------

FURNISH AND INSTALL DOWEL BARS

 

 

20 SQ. YDS. - 3" TEMP. BITUMINOUS PREMIX

12 SQ. YDS. - 8" CONCRETE

 

------------------

PERMANENT PAVEMENT

 

 

5 - HYDRANT / MINOR

 

------

REMOVE

 

 

1 - 12" CUT-IN VALVE

4 - HYDRANT

 

-------

INSTALL

 

 

71 FT. - 6" HYDRANT BRANCH

15 FT. - 8" WATER MAIN

13 FT. - 12" WATER MAIN

38 FT. - 16" WATER MAIN

 

(DUCTILE IRON PUSH-ON RUBBER GASKET JOINT)

 

------------------------

FURNISH PIPE AND INSTALL

 

1 - 6" VALVE

2 - 16" VALVE

5 - HYDRANT

40 FT. - 6"-1958-L WATER MAIN

59 FT. - 6"-1956-L WATER MAIN

2 FT. -  8"-1956-L WATER MAIN

5 FT.  - 8"-1955-L WATER MAIN

8 FT. -  8"-1958-L WATER MAIN

4 FT. -  12"-1958-L WATER MAIN

12 FT. - 12"-1954-L WATER MAIN

4 FT. -  16"-1956-L WATER MAIN

34 FT. - 16"-1954-L WATER MAIN

 

------------------------------------------------

ABANDONMENT OF WATER MAINS, VALVES, AND HYDRANTS

 

 

 CONCRETE (1958) ON 9"CONCRETE BASE (1958)

 2.5"ASPHALT CONCRETE (1978) ON 3" BITUMINOUS

INTERSECTION OF W. CAPITOL DR. & 100TH ST.

 N. 100TH ST. IS 8"REINFORCED CONCRETE (1963)

INTERSECTION OF W. SARASOTA PL. & 

 ON 3" BITUMINOUS CONCRETE (1958)

 ON 2.5"ASPHALT CONCRETE (1978)

 4.5" ASPHALT CONCRETE (2001)

INTERSECTION - W.CAPITOL DR. & N. 98TH ST.

 .1" V.T.A.C.(1992) ON 8" CONCRETE - CRACKED & SEATED (1956)

N.92ND ST. - W. MELVINA ST. TO  W. CAPITOL DR.

EXISTING PAVEMENT

W. CAPITOL DR. IS ON THE 2013 PAVING PROGRAM.

 

-------------

PAVEMENT TYPE

 

 

CUT-IN VALVE

FLANGE 145.2

PROPOSED CURB 144.9

SHOE 138.2

H (7.0)

SL16(DP)

B6-90 (138.2)

VB-DD

V6

AT 16X6 (139.4 )

SL16(DP)

VB-D

BVF12(OP-W)(135.0 )

SL12

 

EXISTING SURFACE(141.4 )

 CUT-PIECE

 EXISTING 2FT.

CONNECT TO

 SLEEVE

REMOVE EXISTING

SL16(DP)

VB-D

BFV16(OP-N)(138.2 )

SL16(DP)
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FLANGE 138.7

PROPOSED CURB 138.4

SHOE 131.7

H (7.0)

VB - DD

V6

AT 16X6 (131.7 )

VB-DD

BFV16(OP-N)(131.8 )

SL16(DP)(131.8 )
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C17.5

SL8(S)(156.4 )

FLANGE 162.8

PROPOSED CURB 162.5

SHOE 156.3

H (6.5)

VB-DD

V6

AT 8X6 (156.5 )

SL8(N)(156.5 )

6"-1
958-

L

C

(S/L) 
W. CAPITOL DR.

C

C20

 

COORDINATED WITH THE PAVING CONTRACTOR.

HYDRANT BRANCH AND HYDRANT PLACEMENT TO BE 

VALVE IN CLOSED POSITION WITH A TEMPORARY CAP.

CONTRACTOR MAY INSTALL 12" MAIN, ANCHOR TEE, AND 

N. 100TH ST. HYDRANT 77FT SOUTH OF W. CAPITOL DR.

------------

HYDRANT NOTE

ELEV.  164.56

59’RT. NW BOLT

B.M. HYD. SE COR. N.92ND ST. & W.CAPITOL DR. STA 53+73, 

ELEV.  140.01

NW BOLT

B.M HYD SE COR. N.98TH ST.& W.CAPITOL DR. STA. 34+10,65’RT. 

ELEV.  142.44

B.M. HYD IN MEDIAN STA. 30+10,8’RT. NW BOLT 

ELEV.  143.11

MEDIAN CURB & 2’ S OF N CURB IN CONC BOX W/ COVER

STD. B.M. #247 N. 100TH ST.& W. CAPITOL DR. 43’E OF E 

ELEV.  152.06

B.M. E END OF E WINDOW SILL @  #10012 W. CAPITOL DR.

 

----------

BENCHMARKS

SEE HYDRANT NOTE

SL12(S)(141.3 )

 TO VALVE

 STRAP HYDRANT

FLANGE 147.9

PROPOSED CURB 147.6

SHOE 141.4

H (6.5)

VB-DD

V6

AT 12X6 (141.2 )

SL12(N)(141.1 )

4 - SL8

5 - SL12

8 - SL16(DP)

2 - H (6.5)

2 - H (7.0)

2 - VB-D

5 - VB-DD

4 - V6

1 - BFV 12

2 - BFV 16

1 - B6-90

1 - AT 8x6

1 - AT 12x6

2 - AT 16x6

BY THE CITY. 

THIS CONSTRUCTION PLAN THAT WILL BE PROVIDED

FOLLOWING IS A LIST OF THE FITTINGS SHOWN ON 

 

PLAN FILE NO. 2013025.

FOR START OF PLAN NOTES, SEE N. 42ND ST., 


	2013029

